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INTERPRETATION SUMMARY

This section requires that appliance shutoffs are to be located in an accessible location
within 6” of the appliance and in the same room or space. It is our interpretation that a
valve located in a closet or space contiguous with and accessory to the room where the
appliance is located is acceptable.



